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Laser-inclinometric method for displacement
measurements in structural health monitoring

Stanis“aw Wierzbicki1, Zbigniew Pióro2, Marcin Osiniak3

Abstract:The paper presents a method of structural monitoring usingmeasurement of vertical displace-
ments realized optically by horizontally directed laser beam. A measuring device with an integrated
range�nder and inclinometer sensor was developed. Inclinometer sensor are used to correct measure-
ment results of the range�nder in order to eliminate errors resulting from spatial position changes of the
laser beam. Such a solution was adopted as an alternative to a more complex and demanding method,
which is the stabilization of the laser beam orientation. The proposed inclinometric correction method
allows in a simple and clear way to eliminate a serious problem of the displacement measurement
method with a perpendicularly directed laser beam, which is inevitable in practice the lack of permanent
stability of the measuring device position. The developed measuring device is wireless, both in terms
of power supply and communication with other elements of the monitoring system. In order to verify
the correctness of measurements carried out by the developed device, on site tests were carried out
in two industrial-warehouse buildings with functioning monitoring systems using other measurement
methods, earlier veri�ed. The tests con�rmed compliance with the indications of the existing system at a
level completely su�cient for structural monitoring system purposes. The conducted research show that
the proposed method of displacements measurement with inclinometric correction of errors, provides
accurate and reliable results, allowing also to obtain additional information about the behaviour of the
structure in the place of installation of the measuring device.
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1. Introduction

Ensuring an adequate level of safety of the structure is a basic criterion that must be
met by the building facility at every stage of the investment, from the design phase to the
operation. The greatest attention is obviously required during the operation period, when
the object is exposed to changing conditions and actions, which in combination with hidden
design or execution defects can lead to failure or even collapse. Particularly at risk here
are large objects with lightweight structure, such as those used in warehouses, commercial
and industrial buildings. Apart from obvious design or execution errors, the direct causes
of failures and collapses are usually climatic actions such as excessive snow and ice loads,
excessive wind loads or intensive rainfall. The in�uence of climatic actions on buildings
has been described in various works, such as Geis et al. [1] and Gi»ejowski et al. [2].
The carried out analysis con�rm that the majority of collapses occurred in buildings with
lightweight roof structures [1,3], characterized by a signi�cant share of variable loads in the
total actions, and thus high sensitivity to above-normal climatic actions. If, in this context,
the progressing tendency to use increasingly lighter construction solutions is superimposed
on the intensifying extreme weather phenomena, such as intensive snowfalls, heavy rains or
hurricane winds, the overloading of the structure and thus a threat to its safety becomes real.

One of the tools supporting the process of counteracting structure overloading is struc-
tural health monitoring. Depending on the type of structure and the requirements and
limitations of the monitoring system, most often displacements, strains, dynamic char-
acteristics, temperature or weather phenomena are monitored, and in some cases vision
methods are also used [2�11]. In practical applications, monitoring systems are most often
based on displacement measurements [2�10]. These are quantities characteristic for the
behaviour of most structures, simple in measurements and usually not generating interpre-
tation problems.

The paper presents the application of a method of displacement measurement realized
by laser devices with laser beam directed perpendicularly to the displacement direction.
In order to eliminate errors resulting from changes in spatial position of the laser beam,
a correction of results based on measurements of angles of beam rotation with integrated
inclinometer sensors was applied. In the beginning the conditions for the use of typical dis-
placement measurement methods were discussed, with particular emphasis on the method
of measurement of the laser beam directed perpendicularly to the direction of measured
displacement. Then the concept of measuring device with integrated range�nder and in-
clinometer sensor is presented. The next stage is to discuss the testing of the developed
device in operating industrial-warehouse buildings and to formulate conclusions from the
work carried out.

2. Methods of monitoring structure de�ections
and conditions of their application

Functioning structural monitoring systems most often use linear displacement mea-
surements, which directly re�ect the behaviour of the structural element/structure. In
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displacement-based structural monitoring systems, the following devices/methods are most
commonly used: laser range�nders [2, 3], total stations [7], hydrostatic levels [4, 7], GPS
techniques [7], inclinometers [6�8] and sometimes vision-based methods [5, 10]. Each of
these devices/methods has certain advantages but also limitations, hence the possibility
and validity of their application is determined by speci�c conditions, including costs and
complexity of the devices. The most widely used are laser range�nders, which, being in-
expensive and simple devices, are suitable for solutions dedicated to typical objects and
structures. However, the classic application of laser range�nder for direct measurement of
vertical de�ection of roof structure is characterized by certain limitations, which make it
di�cult to use such a method. In typical applications inside buildings, i.e. where monitor-
ing systems are most often used, the problematic factor is the limitation of the freedom of
use of the object related to the necessity of making measurements of the distance of the
monitored point of the structure from a �xed place of the building. Such a place is usually
the �oor, which on the one hand constitutes the usable area of the building, and on the other
hand locally should serve as a "measuring target" and cannot be covered. The elimination
of this problem was served by developing such a method of measuring displacements of
the structure, which, based on laser range�nders, would not hinder the use of the building
�oor. Such method is the measurement of vertical displacements of roof structures by
horizontally directed laser beam (Fig. 1), developed on the basis of [12]. In this method,
the measuring device cooperates with a measuring target to which distance measurements
are made and both are attached to the structure in the roof zone. This means that the be-
haviour of the elements of the structure during their normal operation a�ects the behaviour
(orientation) of the monitoring system devices attached to them, and consequently also the
results of the measurements. Therefore, a number of analyses were carried out to recognize
this issue and to solve possible problems.

Fig. 1. Scheme of de�ection measurement with a horizontally directed laser beam

The issue that is most important from the point of view of the correctness of monitoring
system indications is to take into account the impact on the measurement results of the laser
beam deviation from its initial position. Even small deviations, at measuring distances of
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several meters can lead to errors comparable to themeasured values of de�ections. Analysis
of di�erent structural systems shows that in case of typical installation of measuring device
on the column of the structure, the biggest errors resulting from the laser beamdeviationwill
occur in the frame systems and they will often exceed the ranges of monitored de�ections.
In the case of traditional column and beam systems, these errors are smaller, but can
also reach up to 50% of the measured displacements. The solution to this problem can
be e.g. installation of measuring device on independent from the structure, stable load-
bearing system not exposed to the external in�uence, but it brings additional costs and
inconvenience in functioning of the object. Another solution is to stabilize the position of
the laser beam, which is possible, but with the required high accuracy of this position, it
can be expensive. An alternative to stabilizing the laser beam is to correct the results of
measurements taken with a range�nder, based on measurement of the rotation angle of
the laser beam. With su�ciently high measurement accuracy of this rotation angle, it is
possible to reduce the de�ection measurement error resulting from the laser beam deviation
to fractions of a millimetre.

An issue that is often not negligible in terms of in�uence on de�ection measurement
results is the change of the base distance of the measuring device from the measuring
target. The biggest values of this change occur in frame structures with signi�cant roof
slope inclination and may be of the order of several dozen mm, reaching even 50% of the
measured de�ection range. In structures with truss roofs and multi-bay roofs, the changes
are much smaller, but they can still be of the order of several percent of the measured
de�ection range. The analysis shows that in some cases, the changes in the baseline laser
beam length are so signi�cant that they must be accounted for in the monitoring system.
In this case, it is necessary to adjust the measurement method accordingly, e.g. directing
the laser beam along the slope instead of the standard horizontal position. This generally
limits the measurement error resulting from a change in the baseline laser beam length
to a negligible or at least acceptable value, i.e. less than 5% of the range of measured
de�ections.

Another issue that needs to be analysed in terms of in�uence on de�ectionmeasurement
accuracy is rotation of the measuring target due to deformation of the structure. While
in case of distancing the target from the structure, e.g. due to dimensions of structural
elements, this in�uence can be signi�cant, with standard solutions the deviations will
not exceed 1 mm. Therefore, to avoid excessive errors here, the measuring target should
be attached to the structure without spacing and as close as possible to the axis of the
component being monitored.

In the case of de�ection measurements, the issue of roof uplift due to wind suction
must also be resolved, regardless of the measurement method used. In some systems,
the displacement of the roof structure due to wind suction may even signi�cantly exceed
50% of the measured de�ection range, changing the results in the direction that reduces
safety. However, given the ease of interpretation of wind suction related measurement
disturbances and the short duration of wind gusts, the simplest solution to eliminate erro-
neous results is for the system to automatically skip them and replace them with repeated
measurements.
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3. The concept of a hybrid measuring device

Taking into account the above described conditions, a method of measuring vertical
displacements of roof structures by horizontally directed laser beam with correction en-
abling elimination of errors resulting from deviations of this beam from the initial axis
was developed [13]. The designed wireless Hybrid Measuring Device (HUP) (Fig. 2, Ta-
ble 1) is based on displacement measurements performed with a laser range�nder, but with
simultaneous use of rotation angle measurements performed with an integrated MEMS
inclinometer to correct the laser measurements.

(a) (b)

Fig. 2. Hybrid Measuring Device (HUP): (a) view, (b) electronics

Table 1. Basic parameters of the measuring device

Parameter / feature Value Remarks

Power Batteries LR20 1.5 V, 2
pcs.

Working time without
battery replacement 5

years

Laser diode Class 2, Power � 1 mW
wavelength 635 nm Visible red light

Distance measurement resolution 1 mm �

Measurement range 25�40 m �

Working temperature range �10 � ‚50�C
�25 � ‚70�C

Full functionality
Limited functionality

Measurement period of the laser
range�nder 5 minutes � 5 hours Average � 15 minutes

Resolution of measuring the angle of in-
clination of the laser beam �0�0001� �

The uncertainty of measuring the angle
of inclination of the laser beam �0�002�

In the full operating
temperature range:
�10 � ‚50�C
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The following measurements are performed to determine the current displacement
value of the monitored point in the vertical direction:

� Initial value of the distance (10) to the measuring target.
� The initial value of the tilt angle (U0) of the HUP optical axis when taking the
distance measurement 10.

� Current value of the distance (1) to the measuring target.
� The current result of the measurement of the inclination angle (U) of the HUP optical
axis when taking a distance measurement 1.

On the basis of these four values, assuming that the scattering face of the measuring
target is inclined 45� to the horizontal, the vertical displacement is determined from the
following relationship:

(3.1) ?? = 10 � „cos U0 ‚ sin U0” � 1 � „cos U ‚ sin U”

The measurement method is insensitive to the value of the angle U, both the initial (U0)
and its changes at any time. Relationship (3.1) is used in the Hybrid Measuring Device
to calculate the current value of the measured vertical displacement pp of the monitored
point.

The inclinometer sensors, in order to obtain the required measurement accuracy, are
laboratory tested and compensation for temperature drifts of sensitivity and o�set is intro-
duced [7].

Laser measurement by means of HUP is carried out in the upper zone of the structure,
usually directly under the roof elements, so it is not associated with virtually any restriction
in the use of the object. As a rule, the measuring target are located in places of displace-
ment/de�ection measurements, and the measuring device (HUP) on such elements of the
structure, which do not experience de�ection/vertical displacement, which is usually on
the columns.

4. Testing the device in functioning facilities

A test study of the designedmeasuring deviceswas carried out in two operating facilities
where wireless monitoring systems using other measurement methods were installed in
parallel. In one case, the existingmonitoring systemwas based onmeasurements of rotation
angles, while in the other case on direct measurements of de�ections. Tested Hybrid
Measuring Devices or measuring targets were installed in places where sensors of existing
monitoring systems were placed. In the building where the existing system was based on
rotation angle measurements, the tested measuring devices were installed in the vicinity of
inclinometer sensors of the functioning system (Fig. 3a). The purpose of this solution was
to check the correspondence or speci�c relation between the angles of rotation measured
by the inclinometers and by the Hybrid Measuring Devices. On the other hand, in the
object with installed monitoring system using direct de�ection measurements realized by
laser range�nders, measuring targets associated with the tested devices were installed in
the places where de�ections were measured by range�nders (Fig. 3b). The purpose of this
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solution was to control the convergence of de�ections measured by the tested devices with
the results of measurements performed by range�nders.

(a) (b)

Fig. 3. (a) measuring device (HUP) in the vicinity of the inclinometer sensor (IUP), (b) measuring
target (HUP target) in the vicinity of the range�nder (LUP)

The test study is conducted from July 2021. The facilities where the tested devices were
installed are located in the central part of Poland, in the Mazowieckie Voivodeship, where
no signi�cant snowfall was recorded last winter. Therefore, the indications of themeasuring
devices of the systems were also small. In both cases the results of measurements carried
out by the tested measuring devices were in accordance with the results registered by the
measurement sensors of the systems installed in parallel, i.e. inclinometers and distance
meters. Larger values were registered in the case of the object, where the control of the
indication of the tested devices was carried out by inclinometer sensors, so example results
are presented from this object. The object is a hall with axial dimensions in plan 36�96 m.
The monitored roof structure consists of single-span lattice girders spaced every 6 m, on
which purlins and roof sheathing are based. The girders are supported on steel columns at
the level of the lower chords. The shape of the girders � double trapezoidal with supporting
posts � as well as the method of their supporting on the columns determined the locations
where the rotation angles were measured, as well as the locations of the tested measuring
devices (Fig. 3a) and targets (in the middle of the span).

Fig. 4 shows de�ections graphs of the monitored girder measured directly by the tested
Hybrid Measuring Device (without correction), de�ections corrected after taking into ac-
count the rotation angles of the HUP, and de�ections determined frommeasurements of the
rotation angles of the girder bottom chord measured with an inclinometer sensor installed
in the immediate vicinity of the tested HUP. The di�erences between the results obtained
from the HUP without correction and the comparative results from the inclinometer sensor
are signi�cant, even close to the range of measured de�ections. After correction of the
measurements made with the tested measuring device, the di�erences oscillate close to
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the measurement resolution of the laser range�nder. The very large discrepancies before
correction are partly due to the intentionally chosen place of installation of the measuring
device, which eliminated the problem of changing the distance of the measuring device
from the measuring target, but at the same time highlighted other issues related to the
installation of the measuring device in some places of the structure. In the case of the
structure under consideration, much smaller deviations would occur when the device is
installed to a more rigid element, i.e. the column. However, when measuring de�ections
realized with a horizontally directed laser beam, it will always remain crucial to correct the
deviation of the laser beam from its initial position or to e�ectively stabilize this position.

Fig. 4. De�ections measured by the Hybrid Measuring Device (HUP), before and after correction,
and de�ections determined by the inclinometer (IUP)

5. Conclusions

The paper presents a method of measuring vertical displacements by means of a hori-
zontally directed laser beam, with the correction of results taking into account the change
of the inclination angle of this beam. The analysis of various structural solutions in hall
buildings shows that such a correction or, alternatively, stabilization of the position of the
distance measurement axis is absolutely necessary. Without it, the de�ection measurement
results may be burdened with very big errors and become completely unreliable. Performed
analyses and test studies con�rm that the discussed method is a good solution, allowing for
proper displacement measurement without disturbing the object’s functioning. In the case
of laser beam stabilization, it takes place without informing the user about its e�ective-
ness, so in order for it to be reliable, the device, like other measuring instruments, should
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be periodically calibrated. From this perspective, the proposed method of correcting the
measurement results, taking into account the in�uence of the laser beam deviation using
the measurements of the integrated inclinometer sensor, is fully transparent to the user,
controllable and reliable. Moreover, it allows to obtain additional information about the
behaviour of the structure, in the form of the angle of its rotation in the place of installation
of the device, which can be used as additional information in the analysis of the structure.
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Laserowo-inklinometryczna metoda pomiaru przemieszcze«
w monitoringu konstrukcji

S“owakluczowe: bezprzewodowy systemmonitoringu, inklinometr, laserowo-inklinometryczname-
toda pomiaru, monitoring konstrukcji, monitoring ugiƒ¢ i obrotów

Streszczenie:

W artykule przedstawiono metodƒ monitoringu konstrukcji z wykorzystaniem pomiaru prze-
mieszcze« pionowych realizowanych optycznie, poziomo skierowan¡ wi¡zk¡ lasera. Po przegl¡dzie
literatury przedmiotu oraz analizie uwarunkowa« stosowania typowych metod pomiaru przemiesz-
cze«, ze szczególnym uwzglƒdnieniem pomiaru prostopad“ego do kierunku przemieszczenia, zapro-
ponowano praktyczn¡ aplikacjƒmetodyw systemiemonitoringu. Opracowano urz¡dzenie pomiarowe
ze zintegrowanym dalmierzem i czujnikiem inklinometrycznym s“u»¡cym do korekcji wyników po-
miarów dalmierzem w celu eliminacji b“ƒdów wynikaj¡cych ze zmian przestrzennego po“o»enia
wi¡zki lasera. Rozwi¡zanie takie przyjƒto jako alternatywne do bardziej z“o»onej i wymagaj¡cej me-
tody, jak¡ jest stabilizacja po“o»enia wi¡zki. Opracowana inklinometryczna metoda korekcji pozwala
w prosty i czytelny sposóbwyeliminowa¢ powa»ny problemmetody pomiaru przemieszczenia prosto-
padle skierowan¡wi¡zk¡ lasera, jakim jest nieuniknionyw praktyce brak trwa“ej stabilno–ci po“o»enia
urz¡dzenia pomiarowego. Opracowane urz¡dzenie pomiarowe jest bezprzewodowe, zarówno w kwe-
stii zasilania jak i komunikacji z pozosta“ymi elementami systemumonitoringu. Zastosowane czujniki
inklinometryczne MEMS s¡ indywidualnie kalibrowane, co pozwala na uzyskanie odpowiedniej do-
k“adno–ci pomiaru k¡ta obrotu wi¡zki lasera, zapewniaj¡cej precyzjƒ korekcji wyników pomiaru
ugiƒcia na poziomie poni»ej 1 mm. W celu sprawdzenia poprawno–ci pomiarów realizowanych
przez opracowane urz¡dzenie, przeprowadzono badania testowe w dwóch obiektach przemys“owo-
magazynowych z funkcjonuj¡cymi systemami monitoringu wykorzystuj¡cymi inne metody pomiaru.
W jednym przypadku istniej¡cy system monitoringu bazowa“na pomiarach k¡tów obrotu, w drugim
za– na bezpo–rednich pomiarach ugiƒ¢ pionowo skierowan¡ wi¡zk¡ lasera. Testowane urz¡dzenia
zainstalowano w taki sposób, aby mo»liwe by“o bezpo–rednie porównanie ich wskaza« z pomiarami
realizowanymi przez istniej¡ce, wcze–niej sprawdzone czujniki pomiarowe. Z przeprowadzonych
bada« wynika, »e uzyskanie prawid“owych wyników pomiarów ugiƒ¢, skierowan¡ poziomo wi¡zk¡
lasera wymaga wprowadzenia korekcji uwzglƒdniaj¡cej przestrzenne zmiany po“o»enia tej wi¡zki.
Po odpowiedniej korekcji uzyskano zgodno–¢ ze wskazaniami istniej¡cego systemu na poziomie
typowej dok“adno–ci systemu monitoringu konstrukcji, bazuj¡cego na przemieszczeniach. Bada-
nia potwierdzi“y, »e zaproponowana metoda pomiaru przemieszcze« z inklinometryczn¡ korekcj¡
b“ƒdów wynikaj¡cych z odchylania wi¡zki lasera od pocz¡tkowego po“o»enia, zapewnia dok“adne
i wiarygodne wyniki, pozwalaj¡c jednocze–nie na uzyskanie dodatkowych informacji o zachowaniu
siƒ konstrukcji w miejscu instalacji urz¡dzenia pomiarowego.
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